Karnataka Fire & Emergency Services,

Office of the Chief Fire Officer, Bengaluru-East Zone, @
Commissariat Road, Bengaluru-560 025.

No.1310/CFO/Bng-East/FSR/2021 Dated: 15-02-2022.

ANNEXURE ~ 1
Group - B Educational Building
NBC-2016, Part-4, Table 7(11) 3.1.3 Group 8 Educational Buildings Sub Division 81 & 82.
{These condition are indicative nnd not exclusive all relevant provisions related to fire
and life sofeiy of NBC-2016 are mandatory).
Ta,
The Principal,
Ravindra Bharathi Global School,
7" cross, 92/1, Tulasi Theatre Road,
Marathahalli, Bengaluru-560037.

Sir,
Sub @ lssue of “Fire safety recommendation”™ with respect of fire prevention,
fire fighting and evacuation measures required at “Ravindra Bharathi
Global School, 7" cross, 92/1, Tulasi Theatre Road, Marathahalll,
Bengaluru-560037 - reg
Ref: 1) Your request letier dated: 12-01-2022
2) Inspection report No. 160/DFO/MES-BNG/FSR/2021, Dt: 03-12-2021,
CCLID
With reference to the subject cited above, the premises of "Ravindra Bharathi
Global School, 7™ cross, 92/1, Tulasi Theatre Road, Marathahalll, Bengaluru-560037" was
inspected by the District Fire Officer, Mahadevapura Fire Station, Bangalore on 01-12-2021
with respect to Fire prevention, Fire fighting and Evacuation measures to be complied in
the above premises and has submitted the details as under,

remises :-
01 | Name and Addressofthe |+ | the principal, . i
Applicant. Ravindra Bharathi Global School,
7™ cross, 92/1, Tulasi Theatre Road,
. Marathahalli, Bengaluru-560037. -
02 | Name and Address of the premises : | Ravindra Bharathi Global School,
| ™ erass, 92/1, Tulasi Theatre Road,
™ g Marathahalli, Bengaluru-560037,
03 | Name and address of the S¢i. V. Munireddy,
' Building owner Ravindra Bharathi Global School,
Sy No. 92/1, 7™ cross, Tulosi Thetre Road,
- | Marathahalll, Bengaluru-560037. ,'
01 Number of buildings 01 Duilding,
05 | Number of Noors ' ‘pi%
06 loor- il ey
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01 staff room, _ﬂ'.'l-.. pl!'f Station, _ihﬁ

Ground floor
rooms, 01 Computer lab, 01 reception,
peincipal  room, 01 lobby t-\
02 lollyts (Boys & girls).
W floor 01 Libeary, 01 yoga room, 01 sports room, |
11 class rooms & 02 toilets. (Boys & girls).
2" floor 01 Maths fab, 01 Science lab, 14 Class
Rooms & 02 toflets. (Boys & girls).
07 | Height of the building : | 09.55mirs.
08 | Site area 1,013.305q.mirs.
09 | Built-up area of each fipor:- St
Ground floor 950.4059.mtrs.
1* floar 903, 205q.mtrs.
2" floor B844.205q.mtrs.
10. | Total built-up area 2,697.8050.mirs.
11. | Surrounding properties:- B . o
West (Front) | : | 09.00mtrs wide road.
East (Rear) | - | Residential Apartments.
North (Side) Vacant land.
South (Side) | : | School play ground & apartments,
12. | Set-back ares available around the building :-
MNorth(Frant) 28.00mtrs,
South(Rear) | : | 03.00mtrs,
West(Lelt) 06,00mtrs.
East{Right) [ : | 12.00mtrs.

safety point of view :-

Part-B. On Inspection of this School premises, the following fire prevention, fire fighting
and evacuation measures recommended are considered absolutely essential from fire

'::; Details Existing Recommendations
{1]' (02) (03) (04 )
1 Accessibility The premise is accessible from Complied.
12.00 mtrs wide Tulasl Thetre
road located on the western
side, The roads are hardened
to carry the weight of 45.000
kgs.
2. Number of entrances | 01 entrance cum exit of Adequate.
6.30mtrs width has been
provided.
8 Diesel generators Not provided. Suitable alternative power supply
(Diesel generator) shall be
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| Portable Fire

Number of stalrenses
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No. lifts and capacity

extinguishers

| First aid hose reel

hose
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Odno s AlSE powder
extinguishers cach of O6kgs
eapacity hovie been provided,

Mot proend r.-.d'_

Connpliod.

Nat applicable.

In  additlon te the ocxating
extinguishers, the bl
mentioned extinguishers shall be
pravided as mentionoed:

A, One Water mist extinpuisher of
9 liters capacity should be kept
near cach stalrcase landing.

B, One  Mochanicol  foam
extinguisher of Y liters capacny &
One ABC type extinguisher of GKps
copacity should be provided near
Diesel Generalor.,

C. One CO2 Type fire extinguisher
of 4.5Kps copacity should  be
provided near each electrical board
& clectrical room.

D. One ABC type extinguisher of
Gkis capacity shauld be located as
o be availoble within 150001

radius,

Hose reel hose system near each
stoirense landing shall be provided.
The hose reel hose shall be of min
19mm size and of 40,00mtrs lenpth
should be provided with shut oll
branch having a nozzle of Sinm
size. The riser should be of 100 mm
internal diameter and of G.1 Systom
“C" class plpe. The hose reel hose
should be :onnﬂ:m!
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Terrace tank over
respeclive tower
torrace

At the terrace tank
level with minimum
pressure of 3.5
kg/em?

o |

Escape routes

i

1 Terrace tank of 5,0000tres
capacity has been provided for

tamaostic purpose only.

i

The system should be connected
an RCC overhead tank ol

10,000Ltrs capacity, AN
(The water tank should be kept |

exclusively for firefighting purpose
& syntax tank should not be used).

Not provided.

Recommended to provide Booster
pump of capacity 450 LPM.

(Further the system should be
connected to an alternative source

af power supply),

Not provided.

Escape routes shall be marked at
each  floor to guide the
students/staffs In case of any
emergency.

Fire order
(Fire Safety plans)

Not provided.

A notice board indicating the
action te be taken by the
employees In  case of any
emergency shall be displayed with
the telephone number  of
Mahadevapura Fire Station, ie,,
080-28511001 & 101, 22971500,
550, & 600 and the nearost
Ambulance service and Pollce
Station.

11.

No smoking board.

Not displayed

COTPA  Sec-4, direction NO
Smoking area smoking here is an |
offence board should be written in
English & Kannada both language
shall be prominently displayed at
inside the entry / exit of the each
floar.

12

13,

Fire Fighting training

Not trained,

At least 40% of the stalf should be
got trained in basic fire fighting at
RAMundkur Fire & Emergency
Services Academy, Banperghatta |
Road, Bangalore -S60029 / Chief
Fire Officer, Zone level.

Fire precautionary measures ;-

A) Explosive and flammable materials should not be stores in the store roam, UPS roam, I
Electrical panel area, class rooms, laboratary & eloctrical sum panel premises,

B) Accumulation of combustible waste in and the premises should be avoided,
€} The exit ways shall be always kept cloar without any obstruction. /& /

D) Uquefied petroleumn g
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A T E) The doors shall not be kept locked / latched during working hours and shall be rrun_!

[ from obstruction. '

= F) During the class hours the Lt ropm doors shall not be locked from inside to out '
side.

G) As per Honorable Supreme Court order all teachers and staffs shall be trained to
handle safety equipment, initiate emergoncy evacuation and protect their students in
the event of fire and other umergency and the school shall observe the Fire Setity
Day on April 14" of every year be conducting Fire Safety drills with co-ordinate Fire
Service department. e M

Under the above circumstane, the Karnataka Fire & Emergency 5::;:1';::'

Department s issuing Fire Safety Recommendation (o *Ravindra Bharathi ?EFMLH: “;

7™ cross, 92/1, Tulasi Theatre Rond, Marathahalli, Bengalury-560037 - n_’;‘ el S

condition and compliance of the above rocommendations in Column-4 of pa

months and obtain compliance from the undersigned. “This Fil

mwm&mminrﬂmmimwﬂ& .
|

All requirements recommended ahove are as per National Building Code-2016 Part-4
clause 3.1,3 of Fire and Lile safety will have to

be complied with mandatorily. |

Bengaluru Easl Zbne
- Bengaluru

Copy 1o:
The District Fire Officer, ;
Mahodevepura Fire Station, Bengulusu,
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